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I HEREBY CERTIFY THAT THE PLANS AND SPECIFICATIONS DATED MARCH 23, 2020 - AT GLENN ELEMENTARY SCHOOL, 306 GLENN AVENUE, NORMAL, IL 61761 FOR MCLEAN COUNTY UNIT SCHOOL DISTRICT NO. 5, UNIT DISTRICT OFFICE 1809 W. HOVEY AVE., NORMAL, ILLINOIS 61761-4339  WERE PREPARED WITH MY SUPERVISION USING BOCA BUILDING CODE & ILLINOIS ADMINISTRATIVE CODE 185 AND TO THE BEST OF MY KNOWLEDGE, COMPLY WITH THE HEALTH/LIFE SAFETY CODE AS PREPARED AND PROVIDED BY THE STATE OF ILLINOIS BOARD OF EDUCATION. I HAVE PREPARED , OR CAUSED TO BE PREPARED UNDER MY DIRECT SUPERVISION, THE ATTACHED PLANS AND SPECIFICATIONS AND STATE THAT TO THE BEST OF MY KNOWLEDGE AND BELIEF AND TO THE EXTENT OF MY CONTRACTUAL OBLIGATION, THEY COMPLY WITH THE ENVIRONMENTAL BARRIERS ACT (ILL. REV. STAT. 1985, CH. 111-1/2, PARS. 3711 ET. SEQ. AS AMENDED) AND THE ILLINOIS ACCESSIBILITY CODE, 71 ILLINOIS ADMINISTRATIVE CODE 400. RANDALL MIDDLETON      001-007938           EXPIRES:  30 NOVEMBER, 2020 MIDDLETON ASSOCIATES INCORPORATED PROJECT NOTE: ALL NEW MATERIALS EMPLOYED IN THE WORK SHALL BE ASBESTOS FREE AND PCB FREE. CONTRACTOR SHALL SUBMIT CERTIFICATION OF SUSPECT ITEMS UPON REQUEST, AND FOR THE OVERALL PROJECT AT THE CONCLUSION OF THE WORK.
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AutoCAD SHX Text
CONTRACTOR NOTE: 1. ALL REMOVED COPPER AND ALUMINUM ASSEMBLIES & ALL REMOVED COPPER AND ALUMINUM ASSEMBLIES & COUNTER FLASHINGS ARE TO BE STOCK PILED FOR OWNER REMOVAL AND RECYCLING. NOTIFY JOE ADELMAN AT 309-557-4101 FOR LOCATION AND REMOVAL. 2. THIS CONTRACT IS FOR NEW ROOF IN AREA AS THIS CONTRACT IS FOR NEW ROOF IN AREA AS INDICATED BY THE HATCHED SPACE ON BUILDING KEY

AutoCAD SHX Text
PARKING            LOT

AutoCAD SHX Text
LAWN

AutoCAD SHX Text
SUGAR CREEK

AutoCAD SHX Text
WATER SERVICE 2009

AutoCAD SHX Text
GEO-THERMAL WELL FIELD

AutoCAD SHX Text
PAVED PLAYGROUND

AutoCAD SHX Text
WOOD CHIP PLAYGROUND

AutoCAD SHX Text
REMOVE (2)TREES AND ROOT BALLS REMOVE (2)BENCHES AND (4)SUPPORTS

AutoCAD SHX Text
PROJECT AREAS

AutoCAD SHX Text
0

AutoCAD SHX Text
20'

AutoCAD SHX Text
120'

AutoCAD SHX Text
60'

AutoCAD SHX Text
SCALE: 1" = 40'

AutoCAD SHX Text
2337_C1.dwg

AutoCAD SHX Text
24422319

AutoCAD SHX Text
MARCH 23, 2020

AutoCAD SHX Text
7



FOUNDATION PLAN

TYPICAL FOUNDATION2
S-1

C
O

N
TR

O
L 

JO
IN

T

1
S-1

TY
PI

C
AL

 E
.F

.I.
S.

ROOF TRANSITION3
S-1

2
S-1

ADDITION SECTION1
S-1

1
S-1

WALL SECTION2
S-1

2
S-1

3
S-1

STRUCTURAL PLAN

STRUCTURAL NOTES:

1

2

3

1

1

2

3

PROJECT NO.

ISSUE DATE

SHEET

OF SHEETS

D
AT

E
R

EM
AR

KS
N

O
.

R
EV

IS
IO

N
S

TE
AC

H
ER

 W
O

R
KR

O
O

M
 R

EM
O

D
EL

 A
N

D
 A

D
D

IT
IO

N
G

LE
N

N
 E

LE
M

EN
TA

R
Y 

SC
H

O
O

L 
 - 

 3
06

 G
le

nn
 A

ve
nu

e 
 - 

 N
or

m
al

, I
L 

61
76

1

fo
r M

cL
EA

N
 C

O
U

N
TY

 U
N

IT
 D

IS
TR

IC
T 

N
O

.5
U

ni
t D

is
tri

ct
 O

ffi
ce

  -
 1

80
9 

W
es

t H
ov

ey
 A

ve
nu

e
N

or
m

al
, I

llin
oi

s 
61

76
1-

43
39

ST
RU

CT
UR

AL
PL

AN
S

S-1

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_S1.dwg

AutoCAD SHX Text
0

AutoCAD SHX Text
6"

AutoCAD SHX Text
36'

AutoCAD SHX Text
SCALE: 1" = 1'-0"

AutoCAD SHX Text
24"

AutoCAD SHX Text
2442_S1C.dwg

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
GRADE VARIES LOWEST

AutoCAD SHX Text
-1'-0"

AutoCAD SHX Text
-3'-4"

AutoCAD SHX Text
-4'-3"

AutoCAD SHX Text
SEALANT

AutoCAD SHX Text
12" CONSTRUCTION JOINT AS SHOWN TO BE COMPLETED PER MANUFACTURER'S SPECIFICATION & WARRANTY.

AutoCAD SHX Text
0

AutoCAD SHX Text
2"

AutoCAD SHX Text
6"

AutoCAD SHX Text
1'

AutoCAD SHX Text
SCALE: 3" = 1'-0"

AutoCAD SHX Text
2442_S1D.dwg

AutoCAD SHX Text
FOAM BACKER ROPE

AutoCAD SHX Text
0

AutoCAD SHX Text
4"

AutoCAD SHX Text
1'

AutoCAD SHX Text
2'

AutoCAD SHX Text
SCALE: 1-1/2" = 1'-0"

AutoCAD SHX Text
2442_S1E.dwg

AutoCAD SHX Text
REMOVE 18' OF GUTTER AND FASCIA TO NEW 90MIL EPDM UP AND OVER

AutoCAD SHX Text
NEW  " DENSDECK HD BOARD12" DENSDECK HD BOARD

AutoCAD SHX Text
NEW 5" - (2)2 " ISO INSULATION12" ISO INSULATION

AutoCAD SHX Text
NEW 1 " 24GA METAL DECK12" 24GA METAL DECK

AutoCAD SHX Text
CUT OFF BOTTOM 2 " OF FASCIA, REMOVE 14" OF FASCIA, REMOVE ALUMINUM OVER ADDITION

AutoCAD SHX Text
(e)WING WALL NORTH OF ADDITION

AutoCAD SHX Text
NEW 10WF39, BRG EL +9'-0" (VERIFY), FLANGE 8" WEB 10"

AutoCAD SHX Text
NEW 8" FIBERGLASS W/VAPOR BARRIER TO WARM SIDE

AutoCAD SHX Text
NEW 4X4 COLUMN AND BEAM CENTER LINE

AutoCAD SHX Text
(e)PLASTER SOFFIT

AutoCAD SHX Text
(e)ROOF SYSTEM

AutoCAD SHX Text
(e)/NEW CEILING

AutoCAD SHX Text
8'-4 1/2"

AutoCAD SHX Text
NEW BOLT W/ " CAD PLATED BOLTS W/LOCK 38" CAD PLATED BOLTS W/LOCK WASHERS @3'O.C.

AutoCAD SHX Text
T/PIER

AutoCAD SHX Text
-0'-4"

AutoCAD SHX Text
T/FOUNDATION 0'-0"

AutoCAD SHX Text
T/FOOTING -3'-4"

AutoCAD SHX Text
4X4 STEEL TUBE

AutoCAD SHX Text
4X4 STEEL TUBE

AutoCAD SHX Text
FACE OF (e)FOUNDATION

AutoCAD SHX Text
T/PIER

AutoCAD SHX Text
-0'-4"

AutoCAD SHX Text
POUR W/FOUNDATION - SPACE BETWEEN FOUNDATION AND RAISED PLATFORM, FILL LEVEL W/RAISED SIDEWALK PLATFORM

AutoCAD SHX Text
NEW SOFFIT

AutoCAD SHX Text
DEMO: (e) " DENS-GLASS 58" DENS-GLASS GOLD EXTERIOR SHEATHING DEMO: (e)FRAMING INSULATED 100%. DOUBLE STUD JAMBS, FULL WIDTH HEADER & SILL DEMO: (e)2" E.I.F.S. SYSTEM  RELOCATE FRAME A 12"h X 24"w F.A. DUCT OPENING CENTERED ON H.P. INSTALL EXTERIOR ALUMINUM LOUVER W/ FILTER. ON SOUTH EXTERIOR WALL OF ADDITION DEMO: (e)6", 20 GAUGE, GALVANIZED METAL STUD & TRACK FRAMING SYSTEM. INTERIOR FACE OF CONCRETE IS COVERED WITH  " 34" BLUE-BOARD INSULATION. 1"x3" TREATED NAILERS AT BOTTOM, 'J' CHANNEL TOP EDGE. 3", TRACK SET ON  " INFILTRATION 14" INFILTRATION BARRIER. DEMO: CUT AND REMOVE 2'-6"h X 8"t X ROOM WITH CONCRETE GRADE BEAM DEMO: (e).050" ALUMINUM DRIP FLASHING AT BOTTOM OF E.I.F.S., ALUMINUM FLASHING AT WINDOW SILL & HEAD AS SHOWN.

AutoCAD SHX Text
DEMO: 24 GA. SOFFIT FRAMING AS DETAILED. WHITE SHEET METAL FACE, BOTTOM @ 7'-3" A.F.F. & INSTALL NEW WALL 'L', TEE'S,AND CEILING TILE. INSTALL WITH WHITE POP-RIVETS & SCREWS. FACE PANELS TO BE FULL-LENGTH ON EACH SIDE OF H.P. McElroy Metal Mill, Inc. 1-217-935-9421. RELOCATE (e)ELECTRICAL CONNECTION TO NEW H.P. LOCATION BY E.C. REMOVE AND RETAIN FOR REINSTALLATION IN NEW ADDITION (e)ANODIZED ALUMINUM WINDOW FRAME W/ AWNING & FIXED SECTIONS W/ (e)SCREENS & HARDWARE. 6" HEAVY-DUTY ANODIZED DOOR FRAME W/ TRANSOM & ALL HARDWARE, SEE ELEVATIONS. PAINTER; REMOVE DRYWALL DUST, 1 COAT LATEX PRIMER. 2 COATS LATEX PAINT. ROOM TO BE 2 COLORS, SEE SPEC. & COLOR SELECTION. DEMO: (e)6 MIL VAPOR BARRIER. DEMO: (e) " HIGH IMPACT DRYWALL. 58" HIGH IMPACT DRYWALL. TAPED, FILLED, AND FINISHED AS SPECIFIED. DEMO: (e)4" VINYL BASE (BLACK).

AutoCAD SHX Text
G.C. TO PROVIDE LATEX CONCRETE FILLER UNDER REMOVED FLOOR

AutoCAD SHX Text
RELOCATE (e)HEAT PUMP UNIT TO REMAIN

AutoCAD SHX Text
8" CONCRETE HALF-WALL

AutoCAD SHX Text
0

AutoCAD SHX Text
8"

AutoCAD SHX Text
24"

AutoCAD SHX Text
48"

AutoCAD SHX Text
SCALE: 3/4" = 1'-0"

AutoCAD SHX Text
2442_S1B.dwg

AutoCAD SHX Text
58" DENS-GLASS GOLD' EXTERIOR SHEATHING. 2" BEVELED EDGE E.I.F.S. SYSTEM WITH SEVEN (7) YEAR WARRANTY, SEE SPECIFICATIONS. ALL FRAMING INSULATED 100%. DOUBLE STUD JAMBS, FULL WIDTH HEADER & SILL AS SHOWN. 6", 18 GAUGE, GALVANIZED METAL STUD & TRACK FRAMING SYSTEM. DOUBLE TRACK BOTTOM (LEVELING). SET TRACK ON  " 14" INFILTRATION BARRIER. NEW .050" ANODIZED ALUM. DRIP FLASHING AT BOTTOM OF E.I.F.S., AS SHOWN BELOW. WINDOW HEAD ALSO., MIN. 6" ABOVE GRADE - MAX. 8" ABOVE GRADE

AutoCAD SHX Text
4"

AutoCAD SHX Text
2 "14"

AutoCAD SHX Text
34" DRIP @ 45°

AutoCAD SHX Text
58" DENS-GLASS GOLD' EXTERIOR SHEATHING. ALL FRAMING INSULATED 100%. DOUBLE STUD JAMBS, FULL WIDTH HEADER & SILL AS SHOWN. 2" BEVELED EDGE E.I.F.S. SYSTEM WITH SEVEN (7) YEAR WARRANTY, SEE SPECIFICATIONS. 6", 18 GAUGE, GALVANIZED METAL STUD & TRACK FRAMING SYSTEM. DOUBLE TRACK BOTTOM (LEVELING). SET TRACK ON  " 14" INFILTRATION BARRIER. NEW .050" ANODIZED ALUM. DRIP FLASHING AT BOTTOM OF E.I.F.S., AS SHOWN BELOW. WINDOW HEAD ALSO.

AutoCAD SHX Text
4"

AutoCAD SHX Text
2 "14"

AutoCAD SHX Text
34" DRIP @ 45°

AutoCAD SHX Text
SILL

AutoCAD SHX Text
6 MIL. VAPOR BARRIER.

AutoCAD SHX Text
5/8" IMPACT RESISTANT DRYWALL-FILLED, TAPED, & FINISHED.

AutoCAD SHX Text
PAINTER: REMOVE DRYWALL DUST, 1 COAT LATEX PRIMER AND 2 COATS OF LATEX PAINT. ROOM TO BE TWO COLORS, SEE SELECTION BY OWNER.

AutoCAD SHX Text
4" VINYL BASE (BLACK).

AutoCAD SHX Text
BACKER ROPE & SEALANT BY E.I.F.S. INSTALLER.

AutoCAD SHX Text
LAP ALL SEGMENTS 4" & SET IN TWO (2) BEADS OF SEALANT

AutoCAD SHX Text
GLAZIER TO PROVIDE NEW KAWNEER '451 FRAMING AND ANODIZED ALUM. WINDOW AS SPECIFIED. 2-3/8" MIN.  SET ON .050" ANODIZED ALUM. SILL FLASHING & SEALANT.

AutoCAD SHX Text
PAINTER: REMOVE DRYWALL DUST, 1 COAT LATEX PRIMER AND 2 COATS OF LATEX PAINT. ROOM TO BE TWO COLORS, SEE SELECTION BY OWNER.

AutoCAD SHX Text
5/8" IMPACT RESISTANT DRYWALL-FILLED, TAPED, & FINISHED.

AutoCAD SHX Text
6 MIL. VAPOR BARRIER.

AutoCAD SHX Text
BULL-NOSE OAK CASING 4 SIDES, MATCH CABINET STAIN.

AutoCAD SHX Text
G.C. TO PROVIDE LATEX CONCRETE FILLER UNDER REMOVED CABINETS ALL AREAS OF ROOM.

AutoCAD SHX Text
4" VINYL BASE (BLACK).

AutoCAD SHX Text
BACKER ROPE & SEALANT BY E.I.F.S. INSTALLER.

AutoCAD SHX Text
LAP ALL SEGMENTS 4" & SET IN TWO (2) BEADS OF SEALANT

AutoCAD SHX Text
0

AutoCAD SHX Text
8"

AutoCAD SHX Text
24"

AutoCAD SHX Text
48"

AutoCAD SHX Text
SCALE: 3/4" = 1'-0"

AutoCAD SHX Text
2442_S1B.dwg

AutoCAD SHX Text
CONTINUOUS  ROW OF WEB STIFFENERS

AutoCAD SHX Text
CUT OFF BOTTOM OF 2 " 14" OF FASCIA, REMOVE ALUMINUM OVER ADDITION

AutoCAD SHX Text
TRNA 250T100-18 CONTINUOUS

AutoCAD SHX Text
5" - (2)2 " ISO INSULATION12" ISO INSULATION

AutoCAD SHX Text
1 " 24GA METAL DECK12" 24GA METAL DECK

AutoCAD SHX Text
1 " 24GA METAL DECK12" 24GA METAL DECK

AutoCAD SHX Text
4X4 GUTTER

AutoCAD SHX Text
12" DENSDECK HD BOARD

AutoCAD SHX Text
8" FIBERGLASS W/VAPOR BARRIER TO WARM SIDE

AutoCAD SHX Text
T/FLOOR 0'-0"

AutoCAD SHX Text
T/PIER -0'-4"

AutoCAD SHX Text
4" CONCRETE FLOOR OVER COMPACTED LIMESTONE

AutoCAD SHX Text
8" FIBERGLASS INSULATION

AutoCAD SHX Text
T/HEADER

AutoCAD SHX Text
8'-5"

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
T/FOOTING

AutoCAD SHX Text
-3'-4"

AutoCAD SHX Text
BEAM BRG (VERIFY)

AutoCAD SHX Text
9'-0"

AutoCAD SHX Text
T/FLOOR 0'-0"

AutoCAD SHX Text
CEILING 8'-4 1/2"

AutoCAD SHX Text
(e)GRADE

AutoCAD SHX Text
-1'-4"

AutoCAD SHX Text
2" ISO INSULATION (3)SIDES

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_S1.dwg

AutoCAD SHX Text
EXISTING SOFFIT EDGE

AutoCAD SHX Text
EXISTING SOFFIT EDGE

AutoCAD SHX Text
    10X39WF

AutoCAD SHX Text
4X4X  STRUCTURAL TUBE STEEL WITH 8X8X  BRG. PLATE (TOP AND BOTTOM) DRILLED FOR TWO 316 STRUCTURAL TUBE STEEL WITH 8X8X  BRG. PLATE (TOP AND BOTTOM) DRILLED FOR TWO 38 BRG. PLATE (TOP AND BOTTOM) DRILLED FOR TWO (2)HARDENED BOLTS TORQUE TO 45lbs WITH WASHERS, (COLUMNS AND PLATES) 8'-5", NORTH COLUMN TO HAVE 4X6X6l CUP ANGLE 4" SIDE WELDED TO TOP OF COLUMN, 6" SIDE DRILLED FOR TWO (2) " 12" STAINLESS SIMPSON OPTI-MESH ADHESIVE ANCHORS

AutoCAD SHX Text
TYPICAL: INSTALL WS WEB STIFFENERS 8" FROM EACH END, INSTALL 16GA CLIP ANGLES TO WEST END TO CONNECT JOISTS TO WF BEAM

AutoCAD SHX Text
INSTALL CONTINUOUS STRUCTURAL TRACK AROUND END

AutoCAD SHX Text
    10X39WF

AutoCAD SHX Text
24422319

AutoCAD SHX Text
MARCH 23, 2020

AutoCAD SHX Text
7



OFFICE FLOOR PLAN

1
A-1

1
A-2

2
A-2

FLOOR PLAN

1
2

3

4

FLOOR PLAN LEGEND / NOTES:

X

1

2

SE
C

TI
O

N

1
A-1

LO
BB

Y 
W

IN
D

O
W

 / 
W

AL
L

1
2

DEMO PLAN

DEMO NOTES:

1

2

3

4

5

6

7

8

9

10

11

12

13

14

2 2

3

4

11

10

9

8

65

7

12

1

13

14

11

WORKRM FLOOR PLAN

S
A-2

N
A-2

W
A-2

2
S-1

1
S-1

W-INT
A-2

N-INT
A-2

S-INT
A-2

E-INT
A-2

RR117A
A-2

PROJECT NO.

ISSUE DATE

SHEET

OF SHEETS

D
AT

E
R

EM
AR

KS
N

O
.

R
EV

IS
IO

N
S

TE
AC

H
ER

 W
O

R
KR

O
O

M
 R

EM
O

D
EL

 A
N

D
 A

D
D

IT
IO

N
G

LE
N

N
 E

LE
M

EN
TA

R
Y 

SC
H

O
O

L 
 - 

 3
06

 G
le

nn
 A

ve
nu

e 
 - 

 N
or

m
al

, I
L 

61
76

1

fo
r M

cL
EA

N
 C

O
U

N
TY

 U
N

IT
 D

IS
TR

IC
T 

N
O

.5
U

ni
t D

is
tri

ct
 O

ffi
ce

  -
 1

80
9 

W
es

t H
ov

ey
 A

ve
nu

e
N

or
m

al
, I

llin
oi

s 
61

76
1-

43
39

FL
O

O
R

PL
AN

S

A-1

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A1.dwg

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
NEW LOBBY WALL: SEE SPEC. SECTION 05400 COLD FORMED METAL FRAMING, PARA. 2.2.A.G AND SECTION 08800 GLAZING AFTER PARA. 3.3.F., 1 " ALUMINUM 12" ALUMINUM RAILING W/90° RETURN ON EACHEND AND "T" CONNECTIONS AS SHOWN ON ELEVATIONS, DOUBLE STUDS WHERE RAILING IS ANCHORED

AutoCAD SHX Text
NEW MATCH (e)WALL SIZE :SOLID WALL 3 "X1 " METAL 12"X1 " METAL 12" METAL STUDS @16"O.C., COVER WITH IMPACT RESISTANT  " GYP 58" GYP BOARD BOTH SIDES

AutoCAD SHX Text
NEW WALL TO FOLLOW ANGLE OF (e)CONDUIT ALONG CEILING

AutoCAD SHX Text
4 "  RAISED FLOOR DUCT CHASE34"± RAISED FLOOR DUCT CHASE

AutoCAD SHX Text
SERVER ROOM DO NOT DISTURB WIRES

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
12'

AutoCAD SHX Text
24'

AutoCAD SHX Text
2442_A1.dwg

AutoCAD SHX Text
CORRIDOR 2

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
130A

AutoCAD SHX Text
129A

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
CLASSROOM 129

AutoCAD SHX Text
CLASSROOM 130

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
RECONFIG RESTROOM ACCESS

AutoCAD SHX Text
SEE SHEET A-2 FOR DOOR DETAILS

AutoCAD SHX Text
REMOVE ST.STEEL COVER AND INSTALL METAL STUDS @12"O.C. AND MR GYP BOARD TO COVER HOLE SMOOTH 

AutoCAD SHX Text
REMOVE AND RE-INSTALL PAPER DISPENSER, PAPER TOWEL DISPENSER AND SOAP TO NEW LOCATION ON SOUTH WALL

AutoCAD SHX Text
0

AutoCAD SHX Text
8"

AutoCAD SHX Text
24"

AutoCAD SHX Text
48"

AutoCAD SHX Text
SCALE: 3/4" = 1'-0"

AutoCAD SHX Text
2442_A1B.dwg

AutoCAD SHX Text
LOBBY CEILING

AutoCAD SHX Text
7'-2 1/2"%%P (VERIFY)

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
NEW LOBBY WALL: SEE SPECIFICATION SECTION 05400 COLD FORMED METAL FRAMING, PARA. 2.2.A.G AND SECTION 08800 GLAZING AFTER PARA. 3.3.F

AutoCAD SHX Text
4" VINYL BASE (BLACK) BOTH SIDES

AutoCAD SHX Text
NOTE: 1. 5/8" IMPACT RESISTANT 5/8" IMPACT RESISTANT DRYWALL-FILLED, TAPED, & FINISHED. 2. PAINTER: REMOVE DRYWALL PAINTER: REMOVE DRYWALL DUST, 1 COAT LATEX PRIMER AND 2 COATS OF LATEX PAINT. SEE SELECTION BY OWNER. 3. PICTURES AVAILABLE SEE PICTURES AVAILABLE SEE SHEET G-1.

AutoCAD SHX Text
RE-PURPOSED GLAZING (VERIFY DIMENSIONS AND CONSTRUCT WALL TO ACCOMPIDATE) FROM OFFICE WINDOW WALL AS SHOWN ON FLOOR PLAN SHEET A-1

AutoCAD SHX Text
NEW HAND RAIL: 1 " ALUMINUM 12" ALUMINUM RAILING W/90° RETURN ON EACHEND AND "T" CONNECTIONS AS SHOWN ON ELEVATIONS, DOUBLE STUDS WHERE RAILING IS ANCHORED

AutoCAD SHX Text
PLUMBING:CUT PLASTER WALL TO ACCESS NEW 7 " METAL STUD WALL FOR  " DOMESTIC 12" METAL STUD WALL FOR  " DOMESTIC 12" DOMESTIC WATER, RE-CLOSE W/S.S. PANEL

AutoCAD SHX Text
NEW LVT TILE IN RESTROOM

AutoCAD SHX Text
2X2 METAL STUD FRAMING,  " 58" GYP BOARD AROUND STEEL 4X4 COLUMN

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
12'

AutoCAD SHX Text
24'

AutoCAD SHX Text
2442_A1.dwg

AutoCAD SHX Text
TWO (2)GE ALLIANCE CONTROL PANELS ARE NO LONGER USED, REMOVE FROM WALL AND PLUG HOLES WITH GYPSUM JOINT MUD, SAND SMOOTH AND PAINT, LOWER INTERCOM TO CLEAR NEW DUCT SEE PHOTO 58

AutoCAD SHX Text
REMOVE WINDOW AND REINSTALL AS NOTED

AutoCAD SHX Text
REMOVE WINDOW AND RETAIN FOR OWNER

AutoCAD SHX Text
ALUMINUM DOWNSPOUT (D.S.) TO BE REMOVED OR CONSTRUCTION AND REINSTALLED AT COMPLETION

AutoCAD SHX Text
CUT 8" X 2'-6"h X 16'-10"± CONCRETE GRADE BEAM

AutoCAD SHX Text
REMOVE DRYVIT, METAL STUDS, GYP BOARD WHEN ADDITION IS DONE, SAVE WINDOWS OR REUSE

AutoCAD SHX Text
REMOVE GYP BOARD WALL FLOOR TO DECK

AutoCAD SHX Text
REMOVE 5" PLASTER WALL

AutoCAD SHX Text
DEMO FOR 3 X7  DOOR0X7  DOOR0 DOOR

AutoCAD SHX Text
REMOVE GYP BOARD PLASTER AND CLOSET

AutoCAD SHX Text
REMOVE (2)TREES, (2)ROOT BALLS AND (2)BENCHES, SEE SHEET C-1, REMOVE LOOSE DIRT AND REPLACE W/COMPACTED CA6

AutoCAD SHX Text
REMOVE SOFFIT AND DUCT WORK

AutoCAD SHX Text
REMOVE LAVATORY AND ADJUST PLUMBING FOR NEW LAVATORY, CUT WALL AND INSTALL S.S. ACCESS PANEL AT JANITORS CLOSET

AutoCAD SHX Text
CUT 4"X4" TERRAZZO CURB TO FLOOR LEVEL, CUT TERRAZZO BASE ALL ALONG OLD WALL AND GRIND SMOOTH AS POSSIBLE TO ADJACENT FLOOR AND INSTALL LVT TILE ON REMAINING NEW RESTROOM FLOOR 

AutoCAD SHX Text
DEMO: RETAIN FOR REUSE THIS CONTRACT

AutoCAD SHX Text
DEMO: RETAIN FOR REUSE THIS CONTRACT

AutoCAD SHX Text
DEMO: RETAIN FOR REUSE THIS CONTRACT

AutoCAD SHX Text
DEMO:WINDOW WALL, PREPARE FOR NEW WALL

AutoCAD SHX Text
PRESERVE RAISED 4 "X12" 34"X12" TERRAZZO CURB TO REMAIN

AutoCAD SHX Text
DEMO THIS WALL

AutoCAD SHX Text
CREATE ACCESS PANEL FOR PLUMBING MODIFICATIONS AT THIS ROOM

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
130A

AutoCAD SHX Text
129A

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
CLASSROOM 129

AutoCAD SHX Text
CLASSROOM 130

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
110

AutoCAD SHX Text
109

AutoCAD SHX Text
CORRIDOR 3

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A1.dwg

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
24422319

AutoCAD SHX Text
MARCH 23, 2020

AutoCAD SHX Text
7



SOUTH ELEVATIONS
A-2

WEST ELEVATIONW
A-2

NORTH ELEVATIONN
A-2

INTERIOR ELEVATIONW-INT
A-2

WEST
INTERIOR ELEVATIONS-INT

A-2

SOUTH
INTERIOR ELEVATIONN-INT

A-2

NORTH
INTERIOR ELEVATIONE-INT

A-2

EAST

1 3 2

1 2 3 4

DOORS ELEVATIONDOORS
A-2

INTERIOR
ELEVATIONRR117A

A-2

STAFF RESTROOM 117A

SOUTH WALL
STAFF

RESTROOM 117A

EAST WALL
STAFF

RESTROOM 117A

LOBBY OFFICE ELEVATIONS1 / 2
A-2

2
A-2

SOUTH ELEVATION 1
A-2

EAST ELEVATION

1
A-1

HANDRAIL

1
A-2

1
A-2

1
A-1

PROJECT NO.

ISSUE DATE

SHEET

OF SHEETS

D
AT

E
R

EM
AR

KS
N

O
.

R
EV

IS
IO

N
S

TE
AC

H
ER

 W
O

R
KR

O
O

M
 R

EM
O

D
EL

 A
N

D
 A

D
D

IT
IO

N
G

LE
N

N
 E

LE
M

EN
TA

R
Y 

SC
H

O
O

L 
 - 

 3
06

 G
le

nn
 A

ve
nu

e 
 - 

 N
or

m
al

, I
L 

61
76

1

fo
r M

cL
EA

N
 C

O
U

N
TY

 U
N

IT
 D

IS
TR

IC
T 

N
O

.5
U

ni
t D

is
tri

ct
 O

ffi
ce

  -
 1

80
9 

W
es

t H
ov

ey
 A

ve
nu

e
N

or
m

al
, I

llin
oi

s 
61

76
1-

43
39

EL
EV

AT
IO

N
S

A-2

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
50MIL ALUMINUM W/KYNAR 500 SAND STONE FINISH

AutoCAD SHX Text
MIN. 1" CURB EDGE NORTH FASCIA ONLY

AutoCAD SHX Text
REMOVE BOTTOM ROOF UP AND OVER

AutoCAD SHX Text
(e)GUTTER AND FASCIA

AutoCAD SHX Text
MIN. 1" CURB EDGE BOTH SIDES

AutoCAD SHX Text
NEW 4"X4" GUTTER

AutoCAD SHX Text
(e)RAILING

AutoCAD SHX Text
(e)GUTTER, FASCIA AND DOWNSPOUT

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
NEW DUCT 8 " X 20"12" X 20"

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
NOTE: 1. PRIMED AND PREPPED 16GA. FRAME 4  ", & 18GA. PRIMED AND PREPPED DOOR W/ VISION PRIMED AND PREPPED 16GA. FRAME 4  ", & 18GA. PRIMED AND PREPPED DOOR W/ VISION 78", & 18GA. PRIMED AND PREPPED DOOR W/ VISION PANEL KIT AND TRANSFER GRILL 20GA. MIN. ALL GLAZING  " LAMINATED SAFETY GLAZING. 14" LAMINATED SAFETY GLAZING. SCHLAGE-PRIMUS, GRAND MASTER KEYED TO MATCH DISTRICT KEYING. SEE SPECIFICATIONS FOR ALL ASSEMBLY PIECES. 2. DOOR 1 FRP EXTERIOR. DOOR 1 FRP EXTERIOR. 3. DOORS 2 AND 3 TO BE 3 " 18GA-GALVANIZED, INSULATED WALL W/  " IMPACT RESISTANT DOORS 2 AND 3 TO BE 3 " 18GA-GALVANIZED, INSULATED WALL W/  " IMPACT RESISTANT 58" 18GA-GALVANIZED, INSULATED WALL W/  " IMPACT RESISTANT 58" IMPACT RESISTANT DRYWALL BOTH SIDES. 4. DOOR 4 TO BE ALUMINUM DOOR WITH 451 FRAME. DOOR 4 TO BE ALUMINUM DOOR WITH 451 FRAME. 5. SEE SHEET A-1 FOR DOOR LOCATIONS.SEE SHEET A-1 FOR DOOR LOCATIONS.

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
TRANSFER GRILLE

AutoCAD SHX Text
TRANSFER GRILLE

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
CEILING

AutoCAD SHX Text
8'-4 1/2"

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
CEILING

AutoCAD SHX Text
8'-4 1/2"

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
CEILING

AutoCAD SHX Text
8'-4 1/2"

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
CEILING

AutoCAD SHX Text
8'-4 1/2"

AutoCAD SHX Text
ADA

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
T/FLOOR

AutoCAD SHX Text
0'-0"

AutoCAD SHX Text
PLASTER CEILING

AutoCAD SHX Text
8'-0"

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
4" RUBBER BASE

AutoCAD SHX Text
ORIGINAL PLASTER CELING

AutoCAD SHX Text
9'-2"

AutoCAD SHX Text
ORIGINAL PLASTER CELING

AutoCAD SHX Text
9'-2"

AutoCAD SHX Text
ORIGINAL PLASTER CELING 9'-2"

AutoCAD SHX Text
REMOVE AND REINSTALL AFTER PAINTER

AutoCAD SHX Text
MOVE INTERCOM DOWN 12"± FROMPRESENT LOCATION TO CLEAR NEW DUCT WORK

AutoCAD SHX Text
12"d WALL CABINET

AutoCAD SHX Text
24"d BASE CABINET

AutoCAD SHX Text
4" BACK SPLASH

AutoCAD SHX Text
KAWNEER 350

AutoCAD SHX Text
SHIM AND SECURE TO PLASTER CEILING

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
SCALE: NOT TO SCALE

AutoCAD SHX Text
2442_A2.dwg

AutoCAD SHX Text
HANDRAIL

AutoCAD SHX Text
(e) PLASTER CEILING

AutoCAD SHX Text
6'-9 3/4"

AutoCAD SHX Text
(4)

AutoCAD SHX Text
(2)

AutoCAD SHX Text
NOTE: 1. NEW HAND RAIL: 1 " ALUMINUM RAILING NEW HAND RAIL: 1 " ALUMINUM RAILING 12" ALUMINUM RAILING W/90° RETURN ON EACH END AND "T"CONNECTIONS AS SHOWN ON ELEVATIONS, DOUBLE STUDS WHERE RAILING IS ANCHORED 2. SEE SPECIFICATION SECTION 05400 COLD SEE SPECIFICATION SECTION 05400 COLD FORMED METAL FRAMING, PARA. 2.2.A.G AND SECTION 08800 GLAZING AFTER PARA. 3.3.F, , PRIME AND PAINT (2)COATS ALL GYP RIME AND PAINT (2)COATS ALL GYP BOARD SURFACES

AutoCAD SHX Text
24422319

AutoCAD SHX Text
MARCH 23, 2020

AutoCAD SHX Text
7



REFELCTED CEILING PLAN

A

A

A

B

C

MECHANICAL PLAN ELECTRICAL PLAN

PLUMBING PLAN

1

1

1

1

4

3

2

SHEET NOTES:

A

1

2

3

4

5

B

C

REFELCTED CEILING PLAN

A

A

A

B

C

BARD HEAT PUMP

5

5

5

5

PROJECT NO.

ISSUE DATE

SHEET

OF SHEETS

D
AT

E
R

EM
AR

KS
N

O
.

R
EV

IS
IO

N
S

TE
AC

H
ER

 W
O

R
KR

O
O

M
 R

EM
O

D
EL

 A
N

D
 A

D
D

IT
IO

N
G

LE
N

N
 E

LE
M

EN
TA

R
Y 

SC
H

O
O

L 
 - 

 3
06

 G
le

nn
 A

ve
nu

e 
 - 

 N
or

m
al

, I
L 

61
76

1

fo
r M

cL
EA

N
 C

O
U

N
TY

 U
N

IT
 D

IS
TR

IC
T 

N
O

.5
U

ni
t D

is
tri

ct
 O

ffi
ce

  -
 1

80
9 

W
es

t H
ov

ey
 A

ve
nu

e
N

or
m

al
, I

llin
oi

s 
61

76
1-

43
39

M
EC

HA
NI

CA
L

EL
EC

TR
IC

AL
PL

UM
BI

NG
 &

RE
FL

EC
TE

D
CE

IL
IN

G

MEP-1

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A7.dwg

AutoCAD SHX Text
(e)PANEL "C"

AutoCAD SHX Text
(e)PANEL "A"

AutoCAD SHX Text
(e)PANEL "B"

AutoCAD SHX Text
#12 WIRE TO CIRCUIT 8 IN GYM MECHANICAL ROOM

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
12'

AutoCAD SHX Text
24'

AutoCAD SHX Text
2442_MEP1.dwg

AutoCAD SHX Text
CORRIDOR 2

AutoCAD SHX Text
CORRIDOR 3

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
110

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
130A

AutoCAD SHX Text
129A

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
CLASSROOM 129

AutoCAD SHX Text
CLASSROOM 130

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
12'

AutoCAD SHX Text
24'

AutoCAD SHX Text
2442_A1.dwg

AutoCAD SHX Text
CORRIDOR 2

AutoCAD SHX Text
CORRIDOR 3

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
110

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
130A

AutoCAD SHX Text
129A

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
CLASSROOM 129

AutoCAD SHX Text
CLASSROOM 130

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
12'

AutoCAD SHX Text
24'

AutoCAD SHX Text
2442_MEP1.dwg

AutoCAD SHX Text
CORRIDOR 2

AutoCAD SHX Text
CORRIDOR 3

AutoCAD SHX Text
FOYER 1

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
110

AutoCAD SHX Text
113

AutoCAD SHX Text
115-A

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
130A

AutoCAD SHX Text
129A

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
CLASSROOM 106

AutoCAD SHX Text
CLASSROOM 123

AutoCAD SHX Text
CLASSROOM 129

AutoCAD SHX Text
CLASSROOM 130

AutoCAD SHX Text
CLASSROOM 107

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
120A

AutoCAD SHX Text
120

AutoCAD SHX Text
16"X6" GRILL W/ADJUSTABLE VANES

AutoCAD SHX Text
10"X6" GRILL 

AutoCAD SHX Text
NEW 20X8  12

AutoCAD SHX Text
(e)20X8  12

AutoCAD SHX Text
(e)8 "x8 " 12"x8 " 12" 

AutoCAD SHX Text
(e)8 "x8 " 12"x8 " 12" 

AutoCAD SHX Text
(e)GRILL TO REMAIN

AutoCAD SHX Text
(e)EXHAUST FAN

AutoCAD SHX Text
NEW 10"X6" GRILL

AutoCAD SHX Text
NEW 16 "X8 " 12"X8 " 12" AND BOX INTO NEW GYP BOARD. WALL

AutoCAD SHX Text
NEW 16"X7 " DUCT12" DUCT

AutoCAD SHX Text
(e)16X8" WALL CUT AND BOX, 12" WALL

AutoCAD SHX Text
NEW 8" ROUND DUCT

AutoCAD SHX Text
(e)SERVER

AutoCAD SHX Text
(e)PANEL "C"

AutoCAD SHX Text
(e)PANEL "A"

AutoCAD SHX Text
(e)PANEL "B"

AutoCAD SHX Text
#12 WIRE TO CIRCUIT 8 IN GYM MECHANICAL ROOM

AutoCAD SHX Text
(e)CIRCUIT

AutoCAD SHX Text
TO PANEL "C"

AutoCAD SHX Text
USE (e)CIRCUIT

AutoCAD SHX Text
TO PANEL "C"

AutoCAD SHX Text
(e)BARD HP NEW LOCATION (e)CIRCUIT

AutoCAD SHX Text
MOVE INTERCOM SPEAKER     DOWN

AutoCAD SHX Text
GFI

AutoCAD SHX Text
FABRICATE NEW PLENUM BOX  42"X20"X11" (VERIFY)

AutoCAD SHX Text
INSTALL (e)BARD HEAT PUMP

AutoCAD SHX Text
REMOVE (3)PRESENT LIGHTING FIXTURES, REPAIR/REPLACE DAMAGED GRAND AND/OR PANELS

AutoCAD SHX Text
INSTALL NEW LITHONIA ZBLT4, FIXTURES PROVIDED BY OWNER INSTALLED BY CONTRACTOR, SEE SPECIFICATIONS

AutoCAD SHX Text
INSTALL NEW LIGHT IN SOFFIT, SEE SPECIFICATIONS

AutoCAD SHX Text
INSTALL 2' LITHONIA ZL1D, UNDER CABINET, SEE SPECIFICATIONS

AutoCAD SHX Text
INSTALL 4' LITHONIA ZLIN, SEE SPECIFICATIONS

AutoCAD SHX Text
INSTALL 1'X4' LITHONIA, SEE SPECIFICATIONS, DEMO (e)FIXTURES

AutoCAD SHX Text
REPAIR/REPLACE DAMAGED GRID/PANELS WHERE DUCT REMOVED

AutoCAD SHX Text
NEW 75CFM TO REMAIN EXHAUST CONNECT TO LIGHT

AutoCAD SHX Text
0

AutoCAD SHX Text
2'

AutoCAD SHX Text
12'

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
1'

AutoCAD SHX Text
4'

AutoCAD SHX Text
8'

AutoCAD SHX Text
2442_A7.dwg

AutoCAD SHX Text
116

AutoCAD SHX Text
119

AutoCAD SHX Text
118

AutoCAD SHX Text
121

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
111

AutoCAD SHX Text
NEW TEACHER WORKROOM 117

AutoCAD SHX Text
122

AutoCAD SHX Text
(e)PANEL "C"

AutoCAD SHX Text
(e)PANEL "A"

AutoCAD SHX Text
(e)PANEL "B"

AutoCAD SHX Text
#12 WIRE TO CIRCUIT 8 IN GYM MECHANICAL ROOM

AutoCAD SHX Text
VENTILATION EXHAUST OPENING OR CRV AND ERV VENT OPTIONS, OPENING IS SEALED OR NO VENT OPTION AND FOR BAROMETRIC FRESH AIR DAMPER, COORDINATE WITH EQUIPMENT SUPPLIER /MANUFACTURER

AutoCAD SHX Text
SCALE: NOT TO SCALE

AutoCAD SHX Text
2442_MEP1.dwg

AutoCAD SHX Text
ELECTRIC TO NEW HEAT PUMP LOCATION, SEE PHOTO "56" SHEET G-1

AutoCAD SHX Text
(e)CAMERA

AutoCAD SHX Text
USE (e)CIRCUIT

AutoCAD SHX Text
NEW 100CFM EXHAUST FAN

AutoCAD SHX Text
6"ROUND GALVANIZED EXHAUST ABOVE CEILING

AutoCAD SHX Text
6"SQUARE PVC LAMBRO 316" FLAPPER

AutoCAD SHX Text
SEE SPECS. FOR FIXTURES

AutoCAD SHX Text
24422319

AutoCAD SHX Text
MARCH 23, 2020

AutoCAD SHX Text
7


	Sheets and Views
	2442 Glenn WorkRm Adtns-T1
	2442 Glenn WorkRm Adtns-G1
	2442 Glenn WorkRm Adtns-C1
	2442 Glenn WorkRm Adtns-S1
	2442 Glenn WorkRm Adtns-A1
	2442 Glenn WorkRm Adtns-A2
	2442 Glenn WorkRm Adtns-MEP1


